
Main Steam Supply to MSR's 

NSSS Power Input, MWt: 3228.5 
Gross Generation: 11178.l MW 

Blowdown Flow: 54lot# 

CW Temperature, F 43.80 

File Name UprateR2.MDL 
Run Date 05/05/03 
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-------------------------------------------------------------------------------------~~------~----
CIRCULATING WATER TEMPERATURES 
INLET, F: 43.80 OUTLET #21: 

NOTES: 
1. This model runs Data Sets 1, 6, 5 and 16 in that order. 
S&W changes are in Data Set 16, or elso in the last set 
where the data are entered. 

2. OPVB 12 is the input for Circ Water Inlet Temp. Operations 
103-105 set this value for the CW sources. 

3. This heat balance should not be used to predict pressures in the 
condensate and feedwater system. The hydraulic performance has 
not been tuned to reflect actual plant conditions. 

4. Hotwell subcooling is modeled by means of fictitious heat 
exchangers (Component Numbers 395, 405, 455) in the condensate 
line at the condenser exit. For the uprate case 5 Deg F subcooling 
has been assumed 

5. New HP turbine is tuned to match turbine parameters per 
Siemens-Westinghouse heat balance WB-9341 

6. The reheaters are modeled using the simplified design mode 
components of PEPSE 66. In this representation the heat transfer 
coefficients are fixed at the values established for the Benchmark 
Tuning Model, representative of pre-uprat<l performance. The heat 
transfer coefficients are expected to be somewhat higher after uprate. 

1-------------------------------------------------------------------------------~··----------------,_,;1 
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